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Issues Arising 
What is the Issue 

- Discovery of Extra High Voltage (66KVA) in alternative location to the  cable 
position on record information. 

- Cable discovered whilst removing redundant cables from the ground. 

- Significantly sized cable providing power to a large part of West London. 

- Cable position not inline with wayleave legal easement. 

 

Why is it an issue? 

- Legal requirement to provide a buffer zone around EHV cable duct of 1.5m. 

- Buffer zone required for any future UKPN access required to the cable. 
 

 



Located position of UKPN cable 


